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ROCKY FLATS ENVIRONMENTAL TECHNOLOGY SITE
REGULATORY CONTACT RECORD

Daler January 24, 1996

Site Contact(s): Rob Garren, Mike Putngy Radian) Extenslon: X2609, X2692
Jo Anne Lehman, Rod Sgrignoli (DC1) X4070, X6659
Regulatory Contact: Arch Crouse, Dick Fox Extension: X21156
Agency: Colorado Department of Public Health and Environment, Alr Pollution Control Divigion

Purpose of Comadt (Include topics discussed and documentaton supplied): .

The Colorado Depariment of Public Health and Environment (CDPHE) Alr Pollution Control
D|vhs|on (AP&D%g%réductad its annual air quality compliance buikding tour in Bulldings 124 and 443
onJanuary 24, .

Crouse and Dick Fox of COPHE APCD, Russell McCallister of DOE, RFFO ELG, Rqb Garren
and Mike Putney of Radlan Alr Quali;y. a subcontractor to K-H, and Leslie Langlois, JoAnne
lehman and Rod mﬂgnoll of DCI EP&G and Uity Divisions, The inspection team proceeded to
Building 443 first where they were hosted by Adam Harvey of DCI Utility Division. Andrew
Garcia of NFT answered questions on the filier tester. The inspection team ieft Bullding 443 for
Bullding 124, where they were hosted by Dave Webb of DCI Utility Division, and then retumed
fo T-119A for the dlosing meeting.

Am?mme opening meeting was held in T-119A at 0900 on January 24, 1996. Present wege Arch

¥ne ioiiom information was obtained directly from céperaﬂn%IO?s or visual Inspection: 1) hour
meter readings for the Emergency Diesel Generator (EDG) in Buliding 124; 2) hour metar readings
for EDG#1 and EDG#2 in Bullding 443; 3) identification numbers for all storage tanks (3 above-
%Ound diesel fuel storage tanks, 2 former underground diesel fuel storage tanks, 2 above-ground
fuel ol storage tanks, 4 former underground #86 fuel oil storage tanks, 1 H.S0, above-ground
storage tank, 1 NaOH above-ground storage tank, 1 above-ground steam condensate retumn tank,
and 7 water storage tanks assoclated with the site’s waler treatment plant for domestic water);
4) natural gas usage for the steam plant and filter tester in 1995, 5) #6 fue! oll usage for the steam
plant in 1995; 6) parmit number verification (as posted on all 3 EDGs and all 4 boilers); and 7) :
preliminartyhlnformaﬂon on ptans for the deactivation and decommissioning (D&D) of Buildings 221 .
and 224 (the two farge #6 fuel oll storage tanks on Central Avenue).

Records of individual boller fuel usage are incompleta due to downtime when the old units were
removed from service and the new units were tested and placed In service. Total fuel usa%g is
cormrect and the new system tracks individual boller usage as before 8o the information will
avaltable again in 1996, This is not a concern or deficiency to the state since the new tracking
program Is already in place. :

%era were no deficiencies found and no further action has been requested. The site axpacts 1o
recelve the state's field Inspection repott next week. ‘

In addition, the following information was provided in response to questions from thb inspectors:

1? There are approximately 570,000 gallons of #6 fuel oll remaining in the two large storage tanks
a cﬁ entral Avenue. The project to D&D these tanks Is expected to lose its funding during this
fiscal year. The project team was unable to attend the opening meeting $0 a future meeting will be
scheduled to review this project for air impacts when it is further along in its planning stages. The
issue uested for review deal with cholce of solvents and any emissions (e.g., VOCs)

ated with removing #8 fuel oil residue from the inside of the tanks prior to dismantling.

| land #2 Diesel Fuel Underground Tanks at Bullding 443 have been filled with foam to

stabilize until the tanks are removed. #1 and #2 #6 fuel oil undarground tanks have been emptied
and removed from operation; removal of the tanks is pending funding. Currently, tank #4is
scheduled for accelerated cleanup.

{

| Best Avaable Copy ADAN RECORD

|A -A-00044

Page 1 of 2 .



JAN-3U-86 TUE 9:30 1300 FAX NO, 303 966 3744 P, 02/02

3) There is no information on boiler #7 as to whether or not it will be re-tubad. Funding for this
activity is being discussed.

4) Andrew Garcia of NFT, an RMRS third-tier subcontractor, stated that 5 fiiters were tested last
year using the filter tester. He stated that it mcally takes 10 minutes to achleve a temperature of

about 700°F at which point a S-minute burn test is performed. The gas usage for this activity is
insignificant, ¢calculated to be approximately 73 Ibsgrr

g) Utilitles Divislon Is scheduled to perform its monthly EDQ load tests on February 5, 1996 when
DPHE APCD will also perform annual opacity tests.

Eollow-up required (list any documents requested):
None.
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8744 K. A Holstsin DhnCOrp T130D

8244 C.C. Jlemreo RMRS T130C

*6408 J. Wrap K-H T130F

7553 W.M. Wierzhick s$OC T130A

*3710 R.  Apil DOE, RFFQ 118

DYNCORP AbmggAL blSTRlBUTLC:iN: wilhe

NOTE: Wmndplmts mad\heegﬁgﬂgm s contact recard fransmitted.
Eax ; Company .
8286 C. Heming ' DCI T130D

8744 R. Mitchel DCI T130D

*6406 M. R.Femari K-H T130C

6375 L A Waggoner K-H T130D

6375 G. Soliner K-H T130D

CONTACT SPECIFIC DISTRIBUTION:
Ea&d others involved with this particular regulatory contact)
Name Company éul!dlngm

6664 A, Garcia NFT

3578 R. Qarmen Radian T130C
6779 A. Harve DCI 443
7171 L Langlols DCI T130G
3744 J. Lehman DCI T130D
3710 R. McCallister DOE, RFFO 116
3578 M. Putney Radian T130C
5662 D. Webhb DCI 124
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